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Bay Area Water Treatment Plant

Monthly Operations Report

Carl 1. Qverly

Operator-in-charge

F-1,5-3,0-3

Certification of Operator-in-charge

206001

Operator identification Number for Operator-in-charge

Treatment Rate and Membrane Data
Treatment Rate, Agproved Rated Plant Capacity
Treatment Rate, Maximum
Maximum Approved Transmembrane Pressure
Maximum Operating Transmembrane Pressure
Maximum Approved Fiux Rate
Maximum Operating Flux Rate

Chemical Data
Sodium Hypechlorite on hand:
Caustic Soda on hand:
Corrosion inhibitor on hand:
Hydrofluosilicic Acid on hand:
Aluminure Chlerohydrate on hand;
Sulfuric Acid on hand:
Sodium Bisulfite on hand:
Citric Acid on hand:
Cost of All Chemicals per Million Galions:

Utility Data
Estimated Electrical Kilo Watts per Million Gaflons:
Estimated Natural Gas Million Cubic Feet per Million Galions:

Remarks
Nurmber of periods of filter confluence turbidity samples > 0.3 NTU

Parcent of membrane period confiuence samples > 0,3 NTt:

Was continuous (every 15 minutes) filter monitoring equipment off-line during the month?

17.4
8.3
22

14.60
36.25
31.97

3,581
3,305
644
1,382
765
495
535
3,088
14441

984.22
3.46

Supply Name: Bay Area Water System

WSESN:

Mitlicns of Gallans per Day
Millians of Galions per Day

PSt

pst
gpd/sq.ft.
gpd/sq.ft.

Galons
Gallons
Gallons
Gallons
Gallons
Gailons
Gallons
Gallons
Dotflars

Kw
Mcf

If yes, indicate date(s), duration, and individual filter grab sampling frequency on a separate shest.

Did POE disinfectant residual fall below G.2 ppm during the month?
If yes, indicate date(s) and duration on a separate sheet.

Was minimum C*T credit achieved for the entire month?
If no, indicate on a separate sheet the date(s) not achieved.

Was continuous PQE chiorine residual monitering equipment off-line during the month?

If yes, date(s) and duration will be indicated on the rule page.

Estimated Supply:
Estimated Supply:
Estimated Supply:
Estimated Supply:
Estimated Supply:
Estimated Supply:
Estimated Supply:
Estimated Supply:

Comment: POE Chiorine analyzer experience a failure on 10/27, further details can be found on FW Analysis Page.

Notes

0465

Octoher, 2025

Month, Year

F-1

Water Plant Classification

Bay

County

52.1
226.4
30.8
86.4
142.6
247.6
184.4
247.8

0.00%

No

Yes

Air Hold Test on Skid #1 on 10/10 intitially failed. A pressure reliefe valve was initiated which casued the skid to rapidly depressurize during the test.
The test recorded a value of 6.016, well above the UCL. The issue was corrected and the skid was air hold tested again. Passed with a 0.045 psi/min.
Skid 8 had a low LRV value on 10/30 due to the FCV not opening correctly. The low value was manual corrected and is reflective of actual conditions.

Finished Water Tank #1 was drained, cieaned, inspected, and modified.

Tank went down on 10/20. Was cleaned and had hatch modifications on 10/21. Tank was inspected on 10/22 and then started its disinfection process.
This Tank being down impacted CT Celcs and they were manually adjusted. Tank went back into service 10/27 after two rounds of negative BacT samples.

Bay City's Bactericlogical Sampling

Bacteriological sampling for Bay City had two noteworthy samples that required action. Further details can be found on the Dist Bacti Page
ACH dosing on SCADA was adjusted to reflect just the Aluminum component of the DELPAC XG that we are currently using.
This can be seen within this report as it looks like we greatly reduced the dosing rate, that is not the caes. Were still using roughly the same amount,

Page -2-

days
days
days
days
days
days
days
days




' Raw Water

Bay Area WTP Monthly Operating Report

| clarified (MG}

{MG) Sludge (MG} | Treated (MG) Finished Water Pumped {MG}
N. Euclid Lauria Road Total Total Total Total N. Euclid Lauria Road Total
Date FIT-1000-1 FIT-1000-2 Calculated FIT-5520-1 FIT-5180 FIT-4000-1 FIT-4040-1 FIT-4040-2 Catculated
10/1/2025 3.67 3.82 7.49 0.15 0.10 7.66 3.83 3.18 7.01
10/2/2025 3.67 3.76 7.43 0.13 0.16 7.17 3.66 2.92 6.58
10/3/2025 3.77 3.83 7.60 0.14 0.12 7.82 3.90 3.16 7.06
10/4/2025 4.27 3.5% 7.79 0.15 0.12 7.24 3.74 3.01 6.74
10/5/2025 4.01 3.92 7.93 0.05 0.26 8.29 4,13 3.36 7.49
10/6/2025 3.74 4.03 7.77 0.09 0.20 7.83 4.06 3.28 7.35
10/7/2025 3.55 4,16 7.71 .15 0.14 7.18 3.60 2.87 6.48
10/8/2025 3.50 3.80 7.29 .16 0.08 7.07 3.43 2.91 6.34
10/9/2025 2.82 4.38 7.20 0.16 0.08 7.08 3.57 3.11 6.68
10/10/2025 1.84 4.84 6.67 0.18 0.09 672 3.26 2.83 6.10
10/11/2025 1.68 4.68 6.36 Q.17 0.08 6.76 3.23 2.81 6.04
10/12/2025 0.63 5.68 6.31 .14 0.09 6.59 3.20 2.78 5.97
10/13/2025 0.00 6.60 6.60 0.16 0.12 7.10 3.51 3.05 6.55
10/14/2025 0.00 6.91 691 .14 0.10 6.87 3.41 2.94 6.35
10/15/2025 0.00 7.28 7.28 0.16 0.10 7.00 3.43 2.96 6.39
10/16/2025 0.60 7.59 7.59 0.06 0.21 6.56 3.14 2.67 5.81
10/17/2025 0.60 7.04 7.04 0.06 0.19 6.30 3.21 2.71 5.92
10/18/2025 0.00 5.83 5.83 0.16 0.08 6.65 3.20 2.73 5.94
10/18/2025 0.00 5.58 5.58 0.13 0.09 5.67 3.13 2.69 5.82
10/20/2025 0.60 5.10 5.10 0.10 0.17 6.75 3.51 3.10 6.60
10/21/2025 0.00 7.86 7.86 .12 0.11 6.23 3.09 2.62 5.71
10/22/2025 0.00 7.83 7.83 0.18 0.08 6.77 3.21 2.74 5.94
10/23/2025 0.00 6.19 6.19 0.20 0.08 7.68 3.27 2.81 6.08
10/24/2025 0.00 6.58 6.58 0.15 0.08 6.32 3.07 2.59 5.66
10/25/2025 0.00 6.35 6.35 .15 0.08 6.04 2.97 2.51 5.48
10/26/2025 0.00 6.37 6.37 0.16 0.08 6.96 3.38 2.90 6.28
10/27/2025 0.00 6.83 6.83 0.17 0.09 6.35 3.12 2.66 5.78
10/28/2025 0.00 6.40 6.40 0.14 0.08 6.36 3.15 2.64 5.79
10/29/2025 0.06 6.04 6.04 0.16 0.08 6.12 3.03 2.56 5.59
10/30/2025 0.00 6.47 6.47 0.13 0.10 6.19 3.00 2.46 5.46
10/31/2025 0.00 6.77 6.77 0.14 0.12 6.79 3.32 2.80 6.12
Total 37.15 176.04 213.19 4.35 355 212.16 104.76 88.36 193.11
Avg 1.26G 5.68 6.88 .14 0.1z 6.84 3.38 2.85 6.23
Min 0.0C 3.51 5.10 0.05 0.08 5.67 2.97 2.46 5.46
Max 4.27 7.86 7.93 0.20 0.26 8.29 413 3.36 7.49
Recavery Process Efficiency Facility Water Efficiency
Sludge Flow / Recovery Flow Waste (MG) | Treated (MG) T/W{G)
45.0% 8,50 212.16 25.0
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Raw Water Analysis

Temg pH Turbidity F Free Ci Bacti
Average Average Average Maximum Grab Average Positive/Negative
°c NTU me/L mg/L Total Coliform E E. cali
Date TIT-1000 AlT-1000-2 AIT-1000-1 Lab - Mem Feed AlT-1035-2 Lab

10/1/2025 19.6 8.04 0.64 0,77 0.10 0.14 Negative Negative
10/2/2025 19.4 8.03 1.8% 2.67 0.09 0.08 Negative Negative
10/3/2025 19.7 8.03 1.67 2.30 0.09 0.06 Negative Negative
10/4/2025 9.3 8.02 1.36 1.89 0.0% 0.10 Negative Negative
10/5/2025 9.0 7.99 1.1 1.36 0.09 0.12 Negative Negative
10/6/2025 19.0 7.92 0.8% 1.14 0.05 0.15 Negative Negative
10/7/2025 i7.5 7.73 0.77 1.04 0.05 0.39 Negative Negative
10/8/2025 4.6 7.71 0.79 4.91 0.08 0.55 Negative Negative
10/9/2025 i5.1 7.94 0.87 1.10 0.06 0.29 Negative Negative
10/10/2025 159 8.03 1.01 1.18 0.08 0.25 Negative Negative
10/1%/2025 16.1 8.04 1.23 1.72 0.05 0.25 Negative Negative
10/12/2025 6.5 8.05 1.25 2.89 0.10 0.26 Negative Negative
10/13/2025 171 8.03 142 1.63 0.0% 0.28 Negative Negative
10/14/2025 6.7 7.99 1.0¢ 1.22 0.08 0.32 Negative Negative
10/15/2025 i6.0 8.02 1.13 1.36 0.05 0.20 Negative Negative
10/16/2025 159 8.05 1.14 1.37 0.0% 0.18 Negative Negative
10/17/2025 5.9 8.06 1.23 1.44 0.09 0.19 Negative Negative
10/18/2025 16.2 8.06 1.25 1.93 0.09 0.25 Negative Negative
10/19/2025 16.6 8.03 1.27 179 0.09 0.24 Negative Negative
10/20/2025 15.5 7.96 0.99 131 0.09 0.35 Negative Negative
10/21/2025 15.4 7.95 0.90 1.10 0.08 0.35 Negative Negative
10/22/2025 15.3 7.91 0.69 1.03 0.08 0.54 Negative Negative
16/23/2025 15.1 7.88 0.43 0.97 0.09 0.72 Negative Negative
10/24/2025 14.8 7.87 0.32 0.57 0.09 0.7¢ Negative Negative
16/25/2025 14.6 7.88 0.41 0.59 0.09 0.81 Negative Megative
13/26/2025 14.3 7.90 0.41 0.94 .08 0.81 Negative Negative
10/27/2025 14.8 7.80 0.37 0.54 (.08 0.76 Negative Negative
10/28/2025 14.9 7.84 0.41 0.60 .09 0.52 Negative Negative
10/29/2025 14.8 7.97 ¢.71 1.37 .09 .30 Negative
10/30/2025 14.5 7.94 1.17 1.97 0.09 0.46 Saimoann
10/31/2025 14.3 7.84 1.81 3.86 0.10 ¢.40 Negative

Avg 16.3 7.96 0.99 1.57 0.09 .36 NA

Min 14.3 7.71 0.32 0.54 0.08 0.06 NA

Max 18.7 8.06 1.89 4,91 0.81 NA

“Ratio, Raw/Tap:
12.9

*Due to a Training error, Raw & Tap bacteriological sample results from 10/30 are unavailable

samples were read early and disposed of.
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ished Water Analysis

Dissotved

Temp pH Phosphate Flucride Free Cl; Hardness Alkcalinity {as CaCO3) Chicride | Suifate Calcium Conductivity ’ Chicride: Bacti
{as CaCO03)| Oxygen Langelier Sulfate Larson-
Average Average Average Tap E Dist Average Grab Carbonate | Bicarbonate| Grab Grab Grab Grab Grab Saturation NEass Skold Positive/Negative
Index . Index Total
°c mg/L mg/t. mg/L mg/L mg/t mg/L mg/t mg/fl. mg/L uSfcm Ratio Coliform E. coli
Date AlT-4040-1 | AIT-4050-2 | AIT-4040-5 Lah AfT-4056-1 tab Lab Lab tabh Lab Lzb iab Calculated tab

10/1/2025 19.3 7.51 332 a71 1.29 106.00 0 77 12 10 12 10.8 237 -0.72 1.18 0.43 Negative  Negative
10/2/2025 19.3 7.50 332 Q.70 132 104.00 0 80 13 0 74 10.8 237 -0.70 1.27 0.44 Negative  Negative
10/3/2025 19.3 7.49 331 0.70 1.30 108.00 0 82 14 10 74 10.6 241 -0.71 1.36 0.44 Negative  Negative
10/4/2025% 19.4 7.49 3.37 0.71 128 106.00 0 82 14 11 76 16.7 245 -0.69 1.24 Q.46 Negative  Negative
10/5/2025% 194 7.48 3.38 .71 1.33 106.06 0 82 13 9 78 10.7 235 -0.68 1.42 0.41 Negative  Negative
10/6/2025 19.4 1.47 3.38 0.69 0.70 133 106.00 4] 82 13 9 78 10.6 236 -0.69 1.46 Q.42 Negative  Negative
10/7/2G25 189 7.44 3.36 0.70 133 104.00 o] 79 32 10 78 10.8 224 -0.75 1.16 0.42 Negative  Negative
10/8/2025 17.3 1.40 3.34 0.69 i34 130.00 [ 85 11 10 80 10.5 223 -0.78 1.14 0.38 Negative  Negative
10/9/2G25 159 7.38 333 Q.70 131 104.00 ] 80 i2 10 78 10.8 222 -0.88 1.22 0.42 Negative  Negative
10/10/2025 16.0 742 3.33 0.72 128 106.00 ] 82 12 10 az i6.5 227 -0.81 1.20 0.41 Negative  Negative
10/11/2025 16.6 7.45 3.33 .71 128 106.00 4] 83 12 10 a4 10.4 233 0.74 1.280 041 Negative  Negative
10/12/2025 16.9 147 3.33 0.71 1.25 106.00 ¢ 80 15 1% 82 10.8 237 -0.75 134 0.49 Negative  Negative
10/13/2025 17.1 7.51 3.32 0,72 0.73 1.28 106.00 ] 82 15 1% 20 6.7 238 0.70 1.37 0.49 Negative  Negative
10/14/2025 7.1 7.61 3.3z 0.70 131 108.00 ] 82 16 10 74 10.8 238 -0.64 1.62 0.50 Negative  Negative
10/15/2025 17.0 7.61 3.32 0.68 131 102.06 ] 81 14 1% 73 11.1 237 -0.65 1.27 0.47 Negative  Negative
10/16/2025 16.8 7.60 3.31 0.68 1.28 102.00 [ 82 13 10 76 11.0 239 -0.64 1.32 0.44 Negative  Negative
10/17/2025 16.8 7.61 an 0.66 129 102.0C [ 84 13 12 78 11.0 240 -0.61 1.08 045 Megative  Negative
10/18/2025 16.7 7.62 3.31 0.67 130 108.00 [H 82 13 9 78 g 239 -0.61 147 0.42 Negative  Negative
10/19/2025 16.7 7.63 3.30 0.67 1.2%8 108.00 ] 83 13 10 76 0.7 242 -0.60 133 0.43 Negative  Negative
10/20/2025 16.5 7.61 3.29 0.67 0.67 132 104.00 0 82 13 10 a2 11.1 240 -0.60 1.32 0.44 Negative  Megative
10/23/2025 16.3 7.57 3.30 0.68 125 102.00 0 81 13 1% 72 ic.8 235 -0.71 1.15 0.45 Negative  Megative
10/22/2025 16.2 1.56 3.28 0.6% 134 102.0G [H 8G 12 14 74 0.7 230 -0.71 0.86 0.49 Negative  Negative
10/23/2025 16.0 7.54 3.29 0,69 1.33 102,00 ] 78 15 1% 76 111 236 .74 1.3% .52 Negative  Negative
10/24/2025 15.8 7.53 3.29 0.68 132 102.0C 4] 75 12 12 72 111 222 -0.79 1.01 0.48 Negative  Negative
10/25/2025 156 7.51 3.30 0.70 132 102.00 8] 77 13 9 76 1.4 219 0,78 1.46 Q.45 Negative  Megative
10/26/2025 15.3 7.50 3.29 0.65 128 104.00 o 78 13 11 74 11.2 216 -0.80 1.15 0.46 Negative  Negative
10/27/2025 15.1 7.54 3.29 0.64 0.65 134 104.00 ] 79 13 10 76 11.4 218 -0.75 1.32 0.45 Negative  Negative
10/28/2025 149 7.53 3.29 0.69 1.2% 104.00 0 79 12 10 76 11.5 214 -0.77 1.24 Q.43 Negative  Negative
10/29/2025 14.8 7.54 3,28 0.70 1.28 100.00 0 78 11 11 74 11.4 213 -0.78 1.02 0.43 Negative  Negative
10/30/2025 14.6 7.55 3.29 0.70 1.28 104.00 0 84 13 10 70 il4 232 -0.76 1.33 0.43 : 3
10/31/2025 14.2 7.57 3.28 0.72 1.30 104.00 8] 8¢ 14 12 72 11.1 238 -0.76 1.13 0.48 Negative  Negative

Avg 16.8 7.52 331 0.69 0.69 131 104.55 4] 81 13 10 76 0.8 232 -0.72 1.26 0.45 NA NA

Min 14.2 7.38 3.28 0.64 0.65 i.28 100.00 0 75 11 9 70 0.4 213 -0.88 0.86 0.38 NA MNA

Max 19.4 7.63 3.38 0.7z 0.73 i3a 110,00 0 85 16 14 24 11.5 245 .60 1.62 Q.52 NA NA

Comments: On 10/27 the CL17 used to monitar the Free Chlorine residual on the Tap experienced a failure.
in early 2026 we plan to discontinue using the CL17s we have on site and plan to switch to analyzer from Chemtrac.
Due to the €L17s being phased out next year, we opted to replace the failed unit, instead of repairing it.

Within 4 hours of the CL17s fajlure, the Chemtrac unit was analyzing our Tap Free Chlorine Residual.
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 Plant Tag Disinféction Byproduct Monjtoring: Results it ppb:

Date

Tota! Trihalomethanes - TTHM

Rasult

LRAA

QEL

10/6/25

48

43

&7




L - Turbidity
Raw Water C\';Z:':rd EZ?K::; Combined Membrane Filtrate Finished Water
Avg Max Avg Avg Avg Max # Samples #>03 % Exceeded Avg
NTU
Date AlT-1000-1 AIT-5030-1 AlT-1035-3 AlT-4000-1 Calculated

10/1/2025 0.64 0.77 35.20 0.66 0.033 0.033 96 0 0.0 £.026
10/2/2025 1.89 2.67 20.08 0.86 0.033 0.033 96 0 0.0 0.026
10/3/2025 1.67 2.30 15.00 1.34 0.033 0.035 96 0 0.0 0.026
10/4/2025 1.36 1.29 17.87 1.27 0.033 0.035 96 0 0.0 0.027
10/5/2025 1.19 1.36 10.73 1.16 0.033 0.035 96 0 0.0 0.027
10/6/2025 0.89 1.14 14.91 1.02 0.033 0.034 96 0 0.0 0.027
10/7/2025 0.77 1.04 15.09 0.84 0.032 £.034 96 0 0.0 0.026
10/8/2025 0.79 4.91 571 0.68 0.030 0.032 96 0 0.0 0.025
10/9/2025 0.87 1.10 12.99 0.6% 0.029 £.030 96 4] 0.0 0.025
10/10/2025 1.01 1.18 £1.22 0.84 0.030 0.331 96 4] 0.0 0.325
10/11/2025 1.23 1.72 36.83 0.86 0.031 0.031 96 g 0.0 0.026
10/12/2025 1.25 2.89 33.68 1.03 0.031 0.032 96 4 0.0 0.026
10/13/2025 1.42 1.63 4£6.59 1.08 0.031 0.033 96 ¢ 0.0 0.026
10/14/2025 1.G69 1.22 30.75 1.07 0.031 0.033 96 4] 0.0 0.026
10/15/2025 1.13 1.36 18.74 1.00 0.031 0.032 96 4] 0.0 0.026
10/16/2025 1.14 1.37 14.16 0.99 0.031 0.032 96 4] 0.0 0.026
10/17/2025 1.23 1.44 3.41 1.02 0.031 0.033 96 G 0.0 0.026
10/18/2025 1.25 1.93 26.84 1.05 0.031 0.033 96 0 0.0 0.026
10/19/2025 1.27 1.79 4£3.00 1.13 0.032 0.032 96 a 0.0 0.027
10/20/2025 0.99 1.31 25.51 1.00 0.031 0.032 96 4] 0.0 0.035
10/21/2025 0.90 1.10 3.09 0.85 0.030 0.032 96 4] 0.0 0.026
10/22/2025 0.69 1.03 14.03 0.68 3.030 0.331 36 4] 0.0 0.026
10/23/2025 0.43 0.97 21.84 0.55 0.028 0.031 96 ¢ 0.0 0.024
10/24/2025 0.32 .57 6.88 0.38 0.027 0.027 36 a 0.0 0.024
10/25/2025 0.41 0.59 12.20 0.35 0.026 0.027 96 G 0.0 0.023
10/26/2025 0.41 0.94 4.73 0.37 0.025 0.027 96 4] 0.0 0.023
10/27/2025 0.37 0.54 5.92 0.35 0.025 0.026 96 4] 0.0 0.027
10/28/2025 0.41 0.60 6.38 0.35 0.025 0.027 96 0 0.0 0.024
10/29/2025 0.71 1.37 11.38 0.40 0.025 0.027 96 a 0.0 0.024
10/30/2025 1.17 1.97 11.92 0.70 0.026 0.028 96 a 0.0 0.025
10/31/2025 1.81 3.86 10.41. 1.06 0.026 G.0238 96 4] 0.0 0.025

Avg 0.99 1.57 18.81 0.83 0.030 G.031 96 4] 0.0 0.026

Min 0.32 0.54 3.09 0.35 0.025 0.026 96 4] 0.0 0.023

Max 1.89 4.91 46,59 1.34 0.033 £.035 96 o} 0.0 0.035

Note: % Exceeded are 4 hr compliance periods where the average of samples are greater than 0.3 NTU
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Wembrane 3

Memhrane ERV/Integrity/Max Turbid

Membrane &

Membrane 1 Membrane 2 Membrane 4 Membrane 5 Membrane 7 Membrane 8
LRV Integrity | Turbidity LAY fntegrity § Turbidity LRY Integrity | Turbidity LRV integrity | Turbidity LRY Integrity | Turbidity LRY integrity | Turbidity LRV Integrity | Turbidity LRY Integrity | Turbidity
Minimum Bdax finimurm Max Minimum Max Minimum Max M Max Minimum Max Minimum Max Minimum Max
Date Dally value | Pass/Fail NTU Daily Value | Pass/Fail NTU Daity Value | Pass/Fail NTL Daily value | Pass/Fail NTU Daily Vakee | Pass/fFail NTU Daily Value | PassfFail NTU Daily Value | Pass/Fail NTU Daily Value | PassfFail NTU
10/1/2025 5.24 PASS 0.027 4.76 PASS 0.029 5.05 PASS 0.020 4.60 PASS 0.028 521 PASS Q.028 5.24 PASS Q.027 5.35 PASS 0.027 507 PASS 0.028
10/2/2025 5.28 PASS 0.027 482 PASS ¢.029 507 PASS 0.031 4.67 PASS 0.028 4.87 PASS 0.027 5.25 PASS 0.028 5.33 PASS 0.027 5.04 PASS 0.028
10/3/2025 532 PASS 0.028 4.78 PASS 0.029 507 PASS 0.631 4.73 PASS G030 5.04 PASS a.027 5.19 PASS Q.028 2.34 PASS 0.028 5.02 PASS 0.028
10/4/2025 5.7% PASS Q.028 475 Pass a.031 5.02 PASS 0.032 468 PASS 0.030 5.02 PASS 0.028 4.80 PASS 0.028 5.3% PASS 0.028 5.03 PASS 06.029
10/5/2025 5.38 PASS 0.028 478 PASS 0.030 5.06 PASS 0.032 4.70 PASS Q.029 5.27 PASS 0.028 4.87 PASS .028 541 PASS 0.028 521 PASS 0.029
10/6/2025 531 PASS 0.028 474 PASS 0.029 5.06 PASS 0.032 471 PASS 0.029 5.26 PASS 0.028 4.86 PASS 0.022 5.35 PASS 0.027 5.17 PASS 0.029
10/7/2025 5.3 PASS g.027 4.78 PASS 0.030 5.06 PASS 0.034 4.70 PASS 0025 5.27 PASS 0.028 4.88 PASS 0.027 5.39 PASS 0.027 5.16 PASS 0.028
10/8/2025 5.40 PASS 0.026 4.87 PASS 0.028 5.10 PASS 0031 40 Pass 0.028 5.19 PASS 0.026 4.50 PASS 0.026 5.4% Pass 0.026 513 PASS 0.027
10/9/2025 5.39 PASS G027 4.R5 PASS 0.028 517 PASS 0.029 4,66 PASS 0.029 5.18 PASS 0.025 5.06 PASS 0.025 5.40 PASS 0.026 5.13 PASS 0026
10/10/2025 5.26 SEPASSEE 0.026 481 PASS 0.029 5.08 PASS 0.028 4.54 PASS 0.029 5.19 PASS 0.026 5.29 PASS 0.026 530 PASS 0.026 4£.98 PASS 0.027
10/11/2025 5.31 PASS 0027 &4.77 PASS 0,029 501 PASS 0.030 4.61 PASS 0.030 5.12 PASS G.027 4.84 PASS 0.027 5.27 PASS 0.026 4.98 PASS ¢.027
10/12/2025 5.28 PASS 0.027 475 PASS Q.029 4.99 PASS 0.031 441 PSS 0.031 519 PASS 0.023 .52 PASS 0.027 5.26 PASS Q.02 4.88 PASS o.028
10/13/2025 5.28 PASS 0.027 472 PASS a.029 501 PASS 0.031 4.59 PASS 0.032 5.12 PASS 0.028 5.18 PASS 0.027 5.27 PASS 0.027 4.83 PASS 0.028
10/14/2025 531 PASS 0.028 4.69 PASS 0.029 501 PASS 0.032 4.59 PASS 0.031 5.08 PASS 0.027 %19 PASS 0.027 536 PASS 0.027 5.24 PASS 0028
10/15/2025 5.34 PASS 0.028 a.72 PASS 0.030 5.03 PASS 0.032 4.64 PASS 0.031 507 PASS Q.027 .18 PASS 0.027 5.3% PASS 0.027 5.22 PASS 0.029
10/16/2025 5.33 PASS 0.028 473 PASS 0.033 502 PASS 0,037 462 PASS 6.031 5.23 PASS 0.028 523 PASS 0028 537 PASS D.027 510 PASS 0.028
10/17/2025 5.34 PASS 0.028 4.76 Pass 0.030 5.10 PASS 0.037 4,67 PASS 031 512 PASS 0.028 5.24 PASS 0.028 537 PASS 0.028 5.08 paSS 0.029
10/18/2025 5.32 PASS 0.028 474 PASS 0.030 5.18 PASS 0.047 4.55 PASS 0.031 5.00 PASS 0.028 518 PASS n.o28 531 PASS D028 5.10 PASS 0.028
10/19/2025 5.27 PASS 0.028 4.74 PASS 0.030 512 PASS 0.058 4.56 PASS 0.031 5.04 PASS 0.028 4.83 PASS 0.028 532 PASS 0.028 492 PASS 0.029
10/20/2025 5.3¢ PASS 0.028 479 PASS 0.031 513 PASS 0.027 4.58 PASS 0.032 5.06 PASS 0.029 4.88 PASS 6.028 5.29 PASS 0.028 4.9 PASS 0.030
10/21/2025 5.41 PASS 0027 4.81 PASS 0.029 5.18 PASS 0.027 475 PASS 0.030 508 PASS Q.028 5.24 PASS 0.027 5.33 PASS 0.027 5.07 PASS 0.028
10/22/2025 5.54 PASS 0.027 4.80 PASS 0.029 519 PASS 0.026 4.75 PASS 0.030 5.10 PASS 0.0z27 %21 PASS 0.027 5.46 PASS 0.026 5.04 PASS 0.028
10/23/2025 5.51 PASS 0.026 4.77 PASS 0.028 5.20 PASS 0.025 478 PASS 0.029 5.18 PASS 0.026 483 PASS 0.026 552 PASS 0.026 5.04 PASS 0.027
10/24/2025 5.56 PASS 0.025 A4.84 PASS 0.027 5.22 PASS 0.024 548 PASS 0.024 5.27 PASS 0.025 4.92 PASS 0025 5.55 PASS 0.025 5.14 PASS 0.026
10/25/2025 5.55 PASS 0.025 4.86 PASS 0.03% 5.28 PASS 0.024 552 PASS 0.024 527 PASS Q.025 5.30 PASS 0.025 5.55 PassS 0024 324 PASS Q026
10/26/2025 5.56 PASS 0.024 4.88 PASS 0.027 5.26 PASS 0.024 5.53 PASS Q.024 5.36 PASS D.024 5.27 PASS D.025 5.55 PASS 0.024 5.26 PASS Q0.025
10/27/2025 5.53 PASS 0.024 4.91 PASS 0.026 5.32 PASS 0.024 548 PASS 0.024 5.39 PASS 0.023 5.35 PASS 0.024 5.55 PASS 0.023 5.26 PASS 0.024
10/28/2025 5.53 PASS 0.024 A4.30 PASS 0.026 5.32 PASS Q.024 548 PASS 0.024 5.35 PASS 0.023 4.98 PASS 6,025 5.57 PASS 0.023 5.20 PASS 0.024
10/28/2025 5.53 Pass 0.025 4.92 PASS 0027 535 PASS 0.025 5.49 PASS 0.024 5.35 PASS 0.023 4.97 PASS 0.027 5.56 PASS 0024 3.30 PASS 0.024
10/30/2025 5.48 PASS 0.025 4.89 PASS 0.027 5.24 PASS 0.026 5.43 PASS 0.026 5.41 PASS 0.024 4.92 PASS 0.026 551 PASS 0.025 A PASS 0.025
10/31/2025 5.45 PASS 0.025 4.85 PASS 0.027 5.19 PASS 0.026 5.33 PASS 0.025 5.48 PASS 0.024 4.90 PASS 0.026 5.44 PASS 0.025 5.12 PASS 0.025
Avg 538 0.027 4.80 0.028 512 0.031 4,88 0.029 5.18 0026 507 0.027 5.40 0.026 5.10 0.027
Min 5.24 0.024 4.69 0.026 4.89 0.024 4.54 0.024 4.87 0023 4.80 0.024 526 0.023 4.83 0.024
Max 5.56 0028 492 0.035 532 0.058 5.53 0.032 548 0.029 5.35 0028 557 0028 $30 0.030
Note: As calcuiiated by the manufacturer, the Upper Contral Limit (UCL) for the installed membrane filtration system (s 3.32 psi/min. In Service Dates for Modules
Per the manufacturer's UCL calculation: Q = 1,848 gpm, ALCR = 44.6, P atm = 14.4 psi, LRC » 3, V sys = 356.9 gallons, and VCF = 1. Trainl Train 2
Operatignal Guidelines: We have established the following parameter values as control limits to trigger skids to be taken out of service and evaluated. Skid1 82024 | 12/2023 Skid 2
Mln LRY: Avalue of 3.3, Mayx Air Hold Test Result: While sot shown on this page, an AHT resuit of 0.84 PSI/Min or greater, Skid 3 1172023 712025 Skid 4
Bax NTL: Aturbidity reading of 0.15 NTU or greater. Skid 5 2/2023 10/2024 Skid &
Flow orQ: While not shown here, a skid will be evaluated if it cannot sustain a flow above 1,000 GPM Skid 7 8/2025 1/2023 Skid B
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_ e " Treatment Chémical Dosages' .
Sodium Hypochlorite

Phosphic Acid

Hydroflourosilicic Acid

T\:\?:::f Raw Water Membrane | Dose pre-FW | Treated Post FW | Dose pre-FW |  Post FwW Raw Water Dose pre-FW | Post FW
Feed Water Tanks Water Tanks Tanks Tanks Tanks Tanks
Volume Free C|2 PO4 F
MG mg/L mg/L mg/L
Date FIT-4000-1 | AIT-1035-2| AIT-1035-4 Added AlT-4030-1 | AIT-4050-1 Added AlT-4040-5 | Lab - Mem Feed Added Lab
10/1/2025 7.7 0.14 0.05 1.86 1.50 1.29 3.05 3.32 0.10 0.52 0.71
10/2/2025 7.2 0.09 0.05 1.86 1.51 1.32 3.05 332 0.09 0.52 0.70
10/3/2025 7.8 0.06 0.04 153 1.50 1.30 3.08 331 0.09 0.52 0.70
10/4/2025 7.2 0.10 0.04 1.95 1.53 1.29 3.15 3.37 0.09 0.52 0.71
10/5/2025 8.3 0.12 0.05 1.70 1.54 1.33 3.15 3.38 0.09 0.52 0.71
10/6/2025 7.8 0.15 0.06 1.22 1.56 1.33 3.15 3.38 0.09 0.52 0.69
18/7/2025 7.2 0.39 0.11 1.10 1.52 1.33 3.15 336 0.09 0.52 0.70
16/8/2025 7.1 .55 0.24 1.00 1.48 1.34 3.15 334 c.08 .52 (.69
16/9/2025 7.1 0.29 0.21 1.06 1.44 1.31 3.15 333 0.09 0.52 0.70
10/10/2025 6.7 0.25 0.15 1.08 1.41 1.28 3.15 3.33 0.09 0.52 0.72
10/11/2025 6.8 0.25 0.11 1.18 1.48 1.28 3.15 3.33 G.09 0.52 0.71
10/12/2025 6.6 C.26 0.09 1.18 1.47 1.29 3.15 333 c.10 0.52 0.71
10/13/2025 7.1 0.28 0.10 1.18 1.48 1.29 3.15 3.32 c.09 0.52 0.72
10/14/2025 6.9 C.32 0.11 1.20 1.51 1.31 3.15 3.32 0.08 0.52 0.70
10/15/2025 7.0 0.20 0.09 1.20 1.48 1.31 3.15 3.32 0.09 0.52 0.68
10/16/2025 6.6 0.18 0.07 1.20 1.44 1.29 3.15 3.31 0.09 0.52 0.68
10/17/2025 6.3 0.19 0.06 137 1.43 1.29 3.15 3.31 0.09 0.52 0.66
10/18/2025 6.7 0.25 0.07 1.37 1.45 1.30 3.15 3.31 0.09 0.52 0.67
10/19/2025 5.7 0.24 0.07 1.37 1.43 1.29 3.15 3.30 0.09 0.52 0.67
10/20/2025 6.8 0.35 0.08 1.22 1.40 1.32 3.15 3.29 0.09 0.55 0.67
10/21/2025 6.2 0.35 0.12 .25 1.37 1.29 3.15 3.30 0.08 0.55 .68
10/22/2025 6.8 0.54 0.18 112 1.39 1.34 3.15 3.29 0.08 0.55 .69
10/23/2025 7.7 0.72 0.27 1.00 1.37 1.33 3.15 3.29 0.09 0.55 0.9
10/24/2025 6.3 0.70 0.37 0.94 1.36 1.32 3.15 3.29 0.08 0.55 0.68
10/25/2025 6.0 .81 0.44 0.80 1.36 1.32 3.15 3.30 0.09 0.55 0.70
10/26/2025 7.0 C.81 0.50 0.80 1.37 1.29 3.15 3.29 0.08 0.55 0.65
10/27/2025 6.4 .76 0.56 0.74 1.37 1.34 3.15 3.29 0.08 0.55 0.64
10/28/2025 6.4 0.52 0.52 0.86 1.38 1.29 3.15 3.29 0.09 0.55 .69
10/25/2025 6.1 0.30 0.37 1.09 1.40 1.28 3.15 3.28 0.09 0.55 0.70
10/30/2025 6.2 0.46 0.30 1.11 1.46 1.29 3.15 3.29 0.09 0.55 0.70
10/31/2025 6.8 0.40 0.29 1.13 1.47 1.30 3.15 3.28 0.10 0.55 0.72
Avg 6.8 0.36 0.19 1.23 1.45 1.31 3.14 331 0.09 0.53 0.69
Min 5.7 0.06 0.04 0.74 1.36 1.28 3.05 3.28 0.08 0.52 0.64
Max 8.3 0.81 0.56 1.95 1.56 1.34 3.15 3.38 0.10 0.55 0.72
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Disinfection CT

Pipetine CT FW Tank CT Compliance

Whitestone Travel Time Residual T FW Tank 1 FW Tank 2 Flant Contact Time Free Cly T Total CT Temp cT Cct

Fiow Min AW Achieved Min Level Min Leval Fiow Min Min Achlaved Achieved Avg Required et

MGD Minutes mgfl mg-minfl ft ft MGD Minutes g/t mg-min/L mg-min/L °c mg-min/L Y/N

Date Entry Calculated AlT-1035-2 Calcutated LIT-4005-1 LIT-4005-2 Calculated Calculated Caleylated Calculated Calcufated AIT-4040-1 Calculated Caleulated

10/1/2025 53.7 2,327 0.14 317 8.6 227 7.0 502 123 308 625 19.3 400 ¥
10/2/2025 52.5 2383 008 208 286 223 b.& 531 1.30 344 551 19.3 4,00 Y
10/3/2025 55.2 2,267 0.06 139 288 24.2 71 514 1.25 321 460 19.3 4.00 Y
10/4/2025 64.8 1,931 0.10 182 28.6 226 6.7 520 1.26 328 520 19.4 4.00 Y
10/5/2025 65.9 1,898 0.12 234 28.8 211 7.5 456 1.28 293 526 19.4 4.00 Y
10/6/2025 60.2 2,079 0.15 321 23.8 231 73 484 1.27 307 528 9.4 4.60 ¥
10/7/2025 56.9 2,198 0.39 263 23.6 23.4 6.5 550 1.28 351 1213 8.9 4.00 Y
10/8/2025 49.6 2,522 0.55 1392 286 231 6.3 559 130 364 1756 7.3 4,00 Y
10972025 46.0 2,720 0.29 787 286 227 6.7 526 1.26 332 1119 15.9 4.00 Y
10/10/2025 48.2 2,597 0.25 851 285 1.9 6.1 566 1.23 347 998 16.0 4.00 ¥
10/11/2025 585 2,139 0.25 543 28.6 219 6.0 573 122 348 893 15.6 4.00 ¥
1041272025 594 2,107 0.26 549 286 229 6.0 591 1.25 368 918 15.9 4.00 Y
10/13/2025 55.4 2,258 0.28 622 286 22.0 6.6 529 1.25 330 952 171 4.00 ¥
10/14/2025 48,4 2,586 0.32 818 286 21.8 6.3 545 1.25 34p 1157 171 4,00 ¥
10/15/2025 45.7 2,740 0.20 535 28.6 21.8 6.4 540 1.28 345 879 17.0 4.00 ¥
10/16/2025 44.6 2,803 0.18 514 286 1.8 5.8 595 1.24 359 882 16.8 4.00 ¥
0/17/2025 100.6 1,244 0.19 238 28.6 218 5.9 585 1.25 605 15.8 4.00 ¥
10/18/2025 1015 1,232 0.25 304 86 219 5.8 583 1.21 655 16.7 4.00 Y
10/19/2025 58.7 2,132 0.24 521 286 10,1 5.8 456 1.22 789 16.7 4.00 Y
10/20/2025 534 2,105 0.35 737 ; 9.3 6.6 97 1.26 773 168.5 4,00 ¥
10/21/2025 48.7 2,679 0.35 951 25.8 5.7 310 1.21 1063 16.3 4.00 ¥
10/22/2025 46.4 2,689 0.54 1464 4.2 5.9 279 1.25 1568 16.2 4.00 Y
10/23/2025 45.7 2,734 0.72 1964 24.0 6.1 271 1.29 2063 168.0 4.00 ¥
10/24/2025 44.7 2,800 0.70 1952 4.6 5.7 248 1.24 2063 15.8 4,00 ¥
10/25/2025 55.2 2,267 0.81 1845 24.9 5.5 311 1.21 1958 15.6 4.00 Y
10/26/2025 56.1 2,231 0.81 1814 24.4 6.3 56 1.17 1208 153 4.00 ¥
10/27/2025 56.4 2,218 0.76 1691 220 5.8 588 Q.53 1848 15.1 4.00 ¥
10/28/2025 47.4 2,637 0.52 1381 22.4 5.8 602 1.26 1760 14.5 §.00 Y
10/29/2015 40.2 3,113 0.30 935 21.9 5.6 625 1.2z 1318 14.3 5.00 ¥
10/30/2025 40.8 3,065 0.46 1408 222 5.5 632 1.26 1806 14.6 6.00 ¥
10/31/2025 42.8 2,926 0.40 1169 15.9 6.1 538 1.22 1498 14.2 5.00 M

Avg 551 2,375 0.36 873 19 6.2 484 122 1154 16.8 4.26 NA

Min 4G.2 1,232 0.06 139 9.3 5.5 97 0.53 460 14.2 4.0 NA

Max 101.5 3,113 0.81 1964 5.8 7.5 632 1.20 2069 19.4 5.00 NA

Notes:
Pipefine volume factor in SMMWSC ta RW tank: 125,080 MG-min/day

Finished Water tank #1 was takan down for maintenance from 10/20 to 10/27.
The days highlighted in gray show when FWT #1 was out of service and not providing contact time,
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Chlorine Rsidua

. Distribution System Monitoring

{ at Bacteriological Monitoring Stations (mg/L Free Cl;)
WSSN:| 0072 0390 0400 0470 0485 0517 0518 2180
Akron Bangor Twp. Bangor Monitor Dist. Bay City Bay County Beaver Rd Beaver Twp Fssexvilie
Date 1 3 | 4 s 6 7 | 9 | 10 11 ] 12 ] 3] 1] 15 6] 17 1g | 20 | 6 29 0 a2
10/1/2025
10/2/2025 0.76 0.7% 0.49 0.27 0.46 0.65 0.22 0.84 0.43
10/3/2025
16/4/2025
108/5/2025
10/6/2025 1.04
10/7/2025 0.05 0.80 0.29 0.39 0.96 061 0.66 0.29
10/8/2025
10/9/2025 1.16 0.61 0.43 C.60 0.39 0.89 0.46 0.98
10/10/2025 0.31
10/11/2025
10/12/2025
10/13/2025 Q.97
10/14/2025 0.85 018 032 0.96 0.63 024 040 067 041 076 G4 067  0.68 0.25
10/15/2025
10/16/2025 038 021 044 088 (.44
10/17/2025
10/18/2025
10/19/2025 021 091
10/20/2025 1.03
10/21/2025
10/22/2025 0.53 0.43 Q.59 .85 Q.42
10/23/2025
10/24/2025
10/25/2025
10/26/2025
10/27/2025 1.05
10/28/2025 0.67 04% 049 082 053 0,79 050
10/29/2025
10/30/2025 052 024 058 063 049 072 055
10/31/2025
Average: 0.09 0.5% 0.90 0.52 0.63 0.98 0.27 1.02
Min, 0.09 0.1% 0.76 0.21 0.31 .98 0.25 0.97
Max; 0.09 0.6 1.16 0.85 0.79 .98 0.28 1.05
MONITORING STATION ADDRESSES
1. Sample station at cormer of 5758 M-25 & 8 11. Number 1 Fire Station, 1401 Center Ave 19. Dare's M-84 Party Store, 6183 WS Saginaw Rd
3. Bangor Fire Station, 3921 Wheeler 12. Number 2 Fire Station, 1000 Fremont Ave 20. Pump Station #13, 6000 WS Saginaw Rd
4. BCDWS Admin. Bidg. 3933 Patterson Rg. 13. Jack's Fruit Market, 1000 Salzburg Ave 23, Rail Trail Pump Station, 366 N. Tuscola Rd.
5.7-11, 3543 S, Cld Kawkawlin Rd. 14. Number 4 Fire Station, 212 S. Dean St 24, Little Learners Daycare, 1694 Cass Ave.
5. Admiral Petroteum, 314 5 Euclid Ave, 15. Number 5 Fire Station, 1209 Smith St 26, Wieland Contracting, 2443 S Mackinaw Rd
7. Sequin Lumber, 3881 Euclid Ave 16. Bay City Hall, 301 Washington Ave 29, Sample Station, 2515 5, 11 Mile Rd
9. Top Gun Liquor, 2981 Midland Rd 17. Skipper Buds Marinz, 180% 5 Water 5t 30. Sample Staticn, 340 W, Beaver Rd
10, Little Caesars, 3475 E North Union Rd 18. Bay Valley Animal Hospital 6015 WS Saginaw Rd 32. Essexville City Hall, 1107 Woodside Ave

Shading Designation Legend
: CF

TC-/ EC-
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WSSN:

Date

» Distributien System Monitoring B
Chlorine Residual at Bacteriologicat Monitoring Stations {mg/L Free Ch,)

2465

Fraser Twp.

2860

Hampton Twp,

3565

Kawkawlin Twp.

3570

Kawlawlin Met,

35810
Linwoed, MWD

4280

Merritt Twp.

4449

Wanitor Twp.

5330

City Pinconning

5335

Pinconning Twp.

5540

Portsmouth

7125

Williams Twp.

7134

Wisner

34 35

37 | 38 [ 3¢

a0 |

11 | a2

13 | 45

73 | 74

46 48

49 | 52 | 55

58 59

61 63

65

68 | 6 | 7o

iz

10/1/2025
10/2/2025
10/3/2025
10/4/2025
10/5/2025
10/6/2025
10/7/2025
10/8/2025
10/9/2025
10/10/2025
10/11/2025
10/12/2025
10/13/2025
10/14/2025
10/15/2025
10/16/2025
10/17/2025
10/18/2025
10/15/2025
10/20/2025
10/21/2025
10/22/2025
10/23/2025
10/24/2025
10/25/2025
10/26/2025
10/27/2025
10/28/2025
10/29/2025
10/30/2025
10/31/2025

0.70

0.30

0.71

0.36 0.12 0.38

0.29 0.39 0.26

0.37 0.57 0.32

0.89 0.57

.49

.65

0.64

0.6¢

0.25

0.33

1.06 0.54 0.67

1.03 0.69 Q.26

0.33

0.31

.32

0.47

0.45

034 05% 032

047 (061 022

0.55

Averaga
Min
Max

0.50
0.30

0.70

0.38
012
071

.65
.49
.89

8.65
0.64
0.685

0.6¢
.60
.60

.29
Q.25
0.33

0.71
0.26

1.06

MONITORING STATION ADDRESSES

0.32
0.31
0.33

0.40
032
0.47

0.45
0.45
0.45

.43
.22
Q.61

0.55
.55
0.55

34. Fraser Elevated Tank, 2949 1/2 N. Huren Rd
35. Lioyd's Cabinet, 1947 N Huron Rd

36. Shirts Mugs & More, 2728 Center Ave

37. Hampton DPW, 950 Wagner Rd.

38. Bay County Golf Course, 584 W Hampton Rd,
39. Sewer Uift Station, 902 Nebobish Rd.

40. Bay Co. Road Commisiscn, 2600 E Beaver Rd
41. Parish Rd. Elevated Tank, 1770 E. Parish Rd
42. Linwood Tile, 205 5 Huron Rd

a;
1
46,
it
a
5
5
5

now

Rl

Speedway, 106 S. Huron Rd.
Kawkawlin Restaurant, 103 S Huron Rd
John's Bar, 1476 S Tuscola Rd

Taol Shed Bar, 12 W Munger Rd

. Wilder Rd Party Store, 2951 E Wiider Rd

Maonitor Twp. Elevated Tank, 1611 E. Midland Rd
Auburn Fertilizer, 4640 5 7 Mile Rd
Pincanning City Hall, 208 S Manitou St
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58. Marathan Gas Station, 511 5 Mabel 5t
61. Pinconning Meter Pit, 3005 N Huron Rd
63. Master Metar Pit, 2865 Pinconning Rd
65, Ike's Welding, 50 N Finn Rd

68. Williams Township Hall, 2080 W Midiand Rd
69, Pump Station, 490 W, Salzburg & 9 Mile Rd
78, 11 Mile Elevated Tank, 5063 S, 21 Mile Rd
72, Lindy's Sales, 9051 M-25

73, Larry Chambers, 407 W, Clara Street
74. Linweod Party and Sporting Goods, 211 W. Center 5t.

Shading Designation Legend

TC- / EC-




Distribution System Bacteriological
Water Supplier Bactericlogical Analysis Report

MICHIGAN DEPARTMENT OF PUBLIC HEALTH
Bureau of Environmental Health

Water Supplier Bacteriological Analysis Report Octoher, 2025

Narne of Water Supply:
Bay Area Water System - W55SN 0465

< DISTRIBUTION SYSTEM SAMPLE!

COUNTY COMMURNITY WS5SN

CHLORINE MONITORING. . - S BACTERILOGICAL MONITORING,
SAMPLES WITH SAMPLES WITH NO PERCENT OF NUMBER OF NUMBER NUMBER OF
AVERAGE | DECTECTABLE* | DECTECTABLE* FREE Cl, RESIDUAL] SAMPLES WITH NO | ROUTINE |NUMBER OF OF REPEAT REPEAT
FREE ¢, FREE Cl, DECTECTABLE FREE | SAMPLES | SAMPLES | POSITIVE | SAMPLES | SAMPLES | SAMPLING

RESIDUAL

angor Township

angdrMonitor Dist.
Bay City

A County (ErankbAMonitor/Porisrn
Beaver Road Area
‘|Beaver Township
Essexville

COUNT [HPC < 500|HPC > 500 Cl; RESIDUAL REQUIRED | COLLECTED | SAMPLES ; REQUIRED | GATHE COMPLETE

. [Eraser Township

Hampton Township

Kawkawlin Towrehip.

Merritt Township

Hitor Townshin: -

City of Pinconning

neonning Fownship

Portsmouth Townshi
BAY: - Williams Township

Tuscela  |Wisner

[ 1

'otal Distribution - Fres Chlorine:Sampl

Reguired Number of Routine Samples: 98

Total Mumber of Routine Samples Gathered: 117

Free Chlorine Analysis:
Minimum Free Chiorine Residual: 0.09 mg/L
Average Free Chlorine Residual: 0.55 mg/t.
Median Free Chicrine Residual: 0.53 mg/L
Maximum Free Chlorine Residual: 1.16 mg/L
Range of Free Chiorine Residual: 1.07 mg/L

Water Plant's Free Chiorine Residual at POE to Distribution:
Minirsum Free Chiorine Residual: 1.28 mg/L
Average Free Chlorine Residual: 1.31 mg/L
Maximum Free Chlorine Residyal: 1.34 mg/l

‘Repeat Bacteriological Samplirig Details
-0On 101772025, Sample #15: #5 First Station, at 1209 E. Smith 5t. was Total Coliferm Positive and E.coli Regative.
-0n 10/18/2025, repeat samples for Sample Site #15: #5 Fire Station were gathered.
Upstream Sampie #154 gathered at 1200 Smith St,
Downstream Sample #15B gathered at 1300 Smith 5t.
Repeat Sampling Results: #15 Free Cl,: 0.34 mg/i, Total Coliform Negative and E.coli Negative,
#15A Free Cl,: 0.30 mg/L, Total Colifarm Negative and E.coli Negative.
#15B Free Cl;: 0.21 mg/L, Total Coliform Negative and E.coli Negative.

DETECTABLE*: The detectable level of free chlorine is dictated by the sensitivity of the field device used to analyze
the sample. The Plant's practice is to run HPC on any sampie 0.1 mg/L or lower,

Comments:
Due to an error while training a new operater, Bay City samples from 10/08 were over incubated.
Site #12's sampie exhibited a false positive and was invalidated. Once the error was discovered, Site #12 was resampled.
The resample from site #12 was done within 24 hours, had a good chiorine residual and was TC- and EC-.
The following week, Bay City had a TC+ result from sample site #15. Resampling is fully documented above.
These two sampiing events highlighted areas where our MOR could be improved.
Changes have been implemented to Distribution pages 1o provide maore detaiis to the reader,
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